
Administrator
Sticky Note
This is new service equipment.  The old overhead feeds are gone and the old service equipment was inside the rink and is now toast.  The new service is a 200A, 240V, 3 phase, meter main combo.  We didn't go with the fused disconnect.  It was a little cheaper to purchase but harder to install and it took up more room.

Administrator
Sticky Note
On this, we are just going to use an engine driven pump when we need to remove water.  There isn't much water anyway and most of it just soaks in.  There are no electrical connections required.


